Physical Technical Testing Institute

Ostrava-Radvanice

EC-Type Examination Certificate

Equipment or Protective Systems Intended for use
in Potentially Explosive Atmospheres
Directive 94/9/EC

(3) EC- xamination Certificate Number:
FTZU 07 ATEX 0316X

otective system:  Integrated monitoring device type HARRIER 4
_INDIKON s.r.0.

(4) Equipment oF g

(5) Manufacturer:

(6) Address: ds| yska 319, 538 03 HeFmaniv Méstec, Czech Republic
(7) This equipment or proté i & system and any of acceptable variation thereto is specified in the
schedule to this certificate @ndthe documents therein referred to.

(8) The Physical Technical Testing |
of the Council Directive 94/9/
system has been found to comply witt
the design and construction of equipmel
explosive atmospheres given in Annex

stitute, notified body number 1026 in accordance with Article 9
23 March 1994, certifies that this equipment or protective
e Essential Health and Safety Requirements relating to

(9) Compliance with Essential Health and safety requi hts has been assured by compliance with:

EN 60079-0 : 2006; EN 60079-11 : 2 ( N 60079-26 : 2004

(10) If the sign X" is placed after the certificate number, it ind : that the equipment or protective
system is subject to special conditions for safe use specified hedule to this certificate.

(11) This EC-TYPE EXAMINATION CERTIFICATE relates only to the tésign, examination and testing
of the specified equipment or protective system in accordance to tedifective 94/9/EC.
Further requirements of the Directive apply to the manufacturing régess and supply of this
equipment or protective system. These are not covered by this certificatéss

(12) The marking of the equipment or protective system shall include fnllowing: i
Ex 11(1)G [Exia] lIC (Control Box), |
Ex) 111G ExiallC T4 (T6)  (Pro

This EC-Type Examination Certificate is 'f._rgll_i_q till: 26. 05. 2013

Responsible persor. . Date of issue: 26.0

Dipl. Ind. Sindler Jamslé Number of pag&!ti
Head of certification body Page: 1/4

g
This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This cerificate may only be reproduced in its entirety and without any change, schedule included.

FTZU. Pikartska 7. 716 07 Ostrava Radvanice, tel +420 596 232 715, fax +420 596 232 672, e-mail: flzuiftzu.cz



Physical Technical Testing Institute

Ostrava-Radvanice

(13) Schedule

(s EC-Type Examination Certificate N° FTZU 07 ATEX 0316X

(15) Description of Equipment or Protective System:
The integrated monitoring devices type HARRIER 4 is designed to measure fuel level in tanks
and to check its leakage. The intrinsically safe parts consists of the control box which must be
installed in a safe area and the sensors which are intrinsically safe of category ia. The following
models of sensors (probes) may by used: KX102A, EKO1A, EK02A, K011 and IC112. Each
intrinsically safe circuit is installed by separate cable directly to the control box or via a junction
box.

Technical data:
Supply 230 V; £ 10%; 50 Hz, Py, = 36 VA
Intrinsically safe circuits:
The probes KX102A, EK01A, EKO2A and KO11: Ex ia lIC T6
The probe IC112: Ex ia IIC T4
Max. cable parameters permitted for all probes, each circuit:
»= 1 mH: C, = 100 nF (length max. 500 m).
Output relays contacts, non LS. max. 250 V/5 A/ 100 VA
Non-intrinsically safe circuits: U, =250V

(16) Report No. :  07/0316

(17) Special conditions for safe use:
Ambient temperature:
Control box HARRIER 4: - 5°C =T, =+ 35°C
Probes (sensors): ~20°C=T,=+80°C*
* When installed in Zone 0, the max. ambient temperature is limited to + 60°C.

(18) Essential Health and Safety Requirements:
Essential health and safety requirement of Directive 94/9/EC are covered by standards mentioned
at item 9, according which the product was verified and in the manufacturer’s instruction for use.
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Responsible person: Date of issue: 26.05.2008
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Dipl. Ing. Sindler Jaroslav

Head of certification body
This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This certificate may only be reproduced in its entirety and without any change, schedule included.
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Physical Technical Testing Institute

Ostrava-Radvanice

(13) Schedule

14 EC-Type Examination Certificate N° FTZU 07 ATEX 0316X

(19) LIST OF DOCUMENTATION
Documentation: Date:

e  User documentation HARRIER4 (14 pages) 30.04.2007

e  Manufacturing documentation HARRIER4 (8 pages) 13.11.2007

*  Drawings No.: 00-00-00 12.10.2007
00-00-01 12.10.2007
00-01-00 12.10.2007
00-01-01 12.10.2007
00-01-02/1 12.10.2007
00-01-02/2 12.10.2007
00-01-03 . 12.10.2007
00-02-00 12.10.2007
00-02-01 12.10.2007
00-02-02 12.10.2007
00-02-03 12.10.2007
00-03-00 12.10.2007
00-03-01 12.10.2007
00-03-02 12.10.2007
00-03-03 12.10.2007
00-04-00 12.10.2007
00-04-01 12.10.2007
00-04-02 12.10.2007
00-04-03 12.10.2007
00-05-00 12.10.2007
00-05-01 12.10.2007
00-05-02 12.10.2007
00-05-03 12.10.2007
00-06-00 12.10.2007
00-06-01 12.10.2007
00-06-02 12.10.2007
00-06-03 12.10.2007

Responsible person: Date of issue: 26.05.2008
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Dipl. Ing. Sindler Jaroslav
Head of certification body
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This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This cerificate may only be reproduced in its entirety and without any change, schedule included.
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Physical Technical Testing Institute

Ostrava-Radvanice

(13) Schedule

(s EC-Type Examination Certificate N° FTZU 07 ATEX 0316X

(19) LIST OF DOCUMENTATION
Documentation: Date:

¢  Drawings No.:  00-07-00 12.10.2007
00-07-01 12.10.2007
00-07-02 12.10.2007
00-07-03 12.10.2007
00-08-00 12.10.2007
00-08-01 12.10.2007
00-08-02 12.10.2007
00-08-03 12.10.2007
00-09-00 12.10.2007
00-09-01 12.10.2007
00-09-02/1 12.10.2007
00-09-02/2 12.10.2007
00-09-03 12.10.2007
00-10-00 12.10.2007
00-10-01 12.10.2007
00-10-02 12.10.2007
00-10-03 12.10.2007

Responsible person: Date of issue: 26.05.2008
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Dipl. Ing. Sindler Jaroslav

Head of certification body
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This certificate is granted subject to the general conditions of the Physical Technical Testing Institute
This certificate may only be reproduced in its entirety and without any change, schedule included
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