F‘I'Z\.) Physical Technical Testing Institute
\ Ex Ostrava — Radvanice

(1) Supplement No. 1 to
EC-Type Examination Certificate

(2) Equipment or Protective Systems Intended for Use
in Potentially Explosive Atmospheres
(Directive 94/9/EC)

(3) EC-Type Examination Certificate Number:

FTZU 07 ATEX 0037X

(4) Equipment or protective system: Flameproof level gauge type KH3 (KH-4)
(5) Manufacturer: INDIKON s.r.o.

(6) Address: Caslavska 319, 538 03 Hefmanuv Méstec, Czech Republic

(7) This supplement of certificate is valid for: - prolongation of certificate validity

(8) Modification of certified apparatus (protective system) and any of its approved variants are specified
in documentation, a list of which is mentioned in the schedule of this certificate.

(9) This supplement to type examination certificate is valid only for type examination of design and
construction of product sample in accordance with Annex 3 Paragraph 6) of Directive No. 94/9/EC.
The Directive contains other requirements, which manufacturer shall fulfil before products are placed
on the market or introduce in service.

(10) Safety requirements of modified parts were fulfilled by satisfying the following standards:
EN 60079-0: 2009; EN 60079-1:2007; EN 60079-26:2007

(11) Marking of equipment shall contain symbols:

{x) 11 112G Ex d IIC T6 Ga/Gb

(12) This type examination certificate is valid till:  20.12.2017

Responsible person:

/M& o4 &

Dipl. Ing. Lukas Martinak
Head of Certification Body

Date off§sue: 20.12:2012

F

Page: 1/2

This supplement to certificate is granted subject to the general conditions of the FTZU, s.p.
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(13) Schedule

(14) Supplement No.1to
EC-Type Examination Certificate N° FTZU 07 ATEX 0037X

(15) Description of Equipment or Protective System:
The subject of this supplement is prolongation of certificate validity according newest standards.
Equipment without changes on the construction.
According newest standards requirements had to conduct new test of cable gland, which is

component of level gauge.

Technical parameters:.
Nominal voltage: 12 Ve
Max. rated voltage: 20 Vpe
Nominal current: 50 mA
Degree of protection: IP 54
Ambient temperature -20°C to 40°C
(16) Report No.: 07/0037-D1 dated: 14.12.2012

(17) Special conditions for safe use:

17.1 The conditions in main document valid in full range.

(18) Essential Health and Safety Requirements:
Covered by standards mentioned in (10) of this document.

(19) List of Documentation:

Title: Drawing No.: Date
Label 04-KH-00-00-33 01.03.2007
Technical description 01.03.2007

Responsible pgrson: Date of issue: 20.12.2012

oM el

Dipl.Ang. Luka& Martinak
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